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NOTES

1. DO NOT SCALE FROM THIS DRAWING.

2. ALL INSTRUMENTATION SHOWN TO
PROVIDE INDICATION OF TYPES AND
NUMBERS REQUIRED. ACTUAL
REQUIREMENTS TO BE CONFIRMED
DURING DEVELOPMENT OF DETAILED
DESIGN.

3. ALL REQUIRED WIRES NOT SHOWN FOR
CLARITY (NUMBER AND LOCATION OF
GUY WIRES TO BE CONFIRMED).

4. ALL GUY WIRES TO EXTEND TO AND BE
ANCHORED AT GROUND LEVEL.

5. ALL DIMENSIONS SHOWN ARE INDICATIVE
AND SUBJECT TO DETAILED DESIGN.
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